An Experimental and Numerical Case Study of Passive Building Cooling with Foundation Pile Heat Exchangers in Denmark

Poulsen, Søren Erbs; Alberdi Pagola, Maria; Cerra, Davide; magrini, Anna

Published in:
Energies

DOI:
https://doi.org/10.3390/en12142697

Publication date:
2019

Document Version
Publisher's PDF, also known as Version of record

Citation for published version (APA):

Download date: 16. Jun. 2021
An Experimental and Numerical Case Study of Passive Building Cooling with Foundation Pile Heat Exchangers in Denmark

Søren Erbs Poulsen 1,*, Maria Alberdi-Pagola 2, Davide Cerra 3 and Anna Magrini 3

1 R&D Center for Building, Energy, Water and Climate, VIA University College, DK-8700 Horsens, Denmark
2 Centrum Pæle A/S, Grønlandsvej 96, DK-7100 Vejle, Denmark
3 Department of Civil Engineering and Architecture, University of Pavia, 27100 Pavia, Italy

* Correspondence: soeb@via.dk

Received: 10 May 2019; Accepted: 4 July 2019; Published: 15 July 2019

Abstract: Technologies for energy-efficient cooling of buildings are in high demand due to the heavy CO₂ footprint of traditional air conditioning methods. The ground source heat pump system (GSHP) installed at the Rosborg Gymnasium in Vejle (Denmark) uses foundation pile heat exchangers (energy piles). Although designed for passive cooling, the GSHP is used exclusively for heating. In a five-week test during the summer of 2018, excess building heat was rejected passively to the energy piles and the ground. Measured energy efficiency ratios are 24–36 and the thermal comfort in conditioned rooms is improved significantly relative to unconditioned reference rooms. A simple model relating the available cooling power to conditioned room and ground temperatures is developed and calibrated to measured test data. Building energy simulation based estimates of the total cooling demand of the building are then compared to corresponding model calculations of the available cooling capacity. The comparison shows that passive cooling is able to meet the cooling demand of Rosborg Gymnasium except for 7–17 h per year, given that room temperatures are constrained to < 26 °C. The case study clearly demonstrates the potential for increasing thermal comfort during summer with highly efficient passive cooling by rejecting excess building heat to the ground.

Keywords: passive cooling; shallow geothermal systems; ground source heat pumps; thermal comfort; indoor climate; energy efficiency; renewable energy

1. Introduction

Denmark has committed itself to be independent from fossil fuels by 2050 in order to mitigate climate changes due to CO₂-emissions [1]. To ensure the transition to a fossil-fuel free energy supply, Denmark has set a number of intermediate goals, one of which is to produce all heat with renewable energy (RE) sources by 2035 [2]. Consequently, the share of fuel-based energy sources in the total heat production in Denmark (including CO₂-neutral sources such as biomass) is expected to decline towards 2030, being replaced primarily by heat pumps according to a forecast by The Danish Energy Agency [3].

To further support the transition to RE, recent Danish building regulations have imposed ever increasing restrictions on the total energy consumption by heating, cooling, ventilation and domestic hot water for both larger buildings and single-family houses [4]. Energy restrictions are mainly adhered to by further insulating constructions, potentially causing involuntary heating and reduced thermal comfort in the hot season. In Denmark, high indoor temperatures during summer is typically mitigated by modifying the construction and the exterior setting by various means such as e.g., adding landscape elements like trees or hedges, overhangs or vertical fins on the exterior walls, light shelves, low
shading glass, and curtains and blinds in the interior, which all adds further costs to the construction. Despite these efforts, overheating is a persistent problem encountered in low energy constructions (see e.g., [5,6]). As such, the Danish District Heating association estimates the total annual cooling needs in Denmark to be approximately 6.8 GW and 9500 GWh/year of which roughly 50% constitutes comfort cooling [7]. The United Nations Intergovernmental Panel on Climate Change (IPCC) estimates that the global cooling demand will increase from 300 TWh in 2000 to 4000 TWh by 2050, with 25% of this increase being due to global warming ([8], p. 665). Denmark is expected to follow this trend and therefore, technologies for energy-efficient cooling are in high demand due to the heavy CO₂ footprint of traditional air conditioning methods.

Ground source heat pumps (GSHP) use the subsurface as an energy source and sink and fit well within the projected future energy supply system in Denmark being dominated by heat pumps. The world-wide utilization and capacity of GSHP systems has increased by 62% and 51%, respectively in the period 2010–2015, indicating a significant increase and interest in the exploitation of geothermal resources [9]. Borehole-based GSHP systems facilitate seasonal heat storage by passive cooling of buildings during the summer months, which applies to low-energy houses, and modern office buildings, where involuntary heating in the summer can be remedied with appropriate cooling measures that adhere to energy framework restrictions [10,11]. Operational experience from Sweden demonstrate exceptional seasonal energy efficiency ratios (SEER: the measured ratio between the cooling energy and electricity consumption of the circulation pump during a typical cooling season) for two GSHP systems, used for passive and active cooling of large buildings [12]. Malmö Police Station in Sweden has an annual cooling need of 100 MWh, which is fully supplied by a borehole thermal energy storage system (BTES). Cooling is done passively by circulating the cold BTES brine directly in chilled beams and cooling coils in the ventilation system, ejecting excess heat from the building to the ground during summer. Moreover, the stored heat serves to supply the building with free heating in the winter covering 9% of the total heating demand. Similarly, the astronomical observatory at the University of Lund in Sweden uses a BTES to supply an annual heating demand of 515 MWh. 130 MWh of cooling are supplied passively while a combined total peak load of 25 MWh is covered by active cooling, utilizing a reversible heat pump. Both systems demonstrate SEERs well above 20 for the passive cooling.

Energy piles are traditional foundation piles (precast or in-situ cast) with embedded heat exchangers that allow for energy exchange with the pile and the ground. The technology emerged in the 1980's, as an alternative to traditional borehole heat exchangers (BHE), and was developed primarily by the construction industry [13]. Energy pile foundations have high initial costs however, they serve simultaneously as the building foundation and heating/cooling supply [14]. Currently, there are three energy pile installations in Denmark that use relatively small, rectangular energy piles: one in Vejle (since 2011) and two in Horsens (since 2009 and 2012, respectively). Additional installations utilizing similar piles are found in Germany [15] and in The Netherlands [16]. More case studies are described in [17,18].

Passive cooling with ground heat exchangers depends on low and stable subsurface temperatures. In Denmark, the upper 10–15 m of the subsurface are thermally disturbed by seasonal variations in the surface temperature that affects the average temperature along the heat exchanger differently for typical GSHP systems as shown in Figure 1 (see Appendix A for details).

Horizontal heat exchangers in the shallow-most part of the subsurface, experience a significant increase in ground temperatures during summer, only slightly time-lagged relative to surface temperatures, which negatively affects the possibilities for passive cooling. For BHEs, typically 100 m long in Denmark, the seasonal thermal disturbance has only a small effect on the average temperature along the heat exchanger.

Thus, BHEs are well suited for passive cooling, as long as the sizing of the heat exchanger allows for sufficient heat dissipation. The precast energy piles most frequently used in Denmark are no longer than 18.5 m and thus significantly shorter than BHEs. Thus, energy piles are potentially more sensitive to the surface temperature variations that potentially hampers the possibilities of using them for
passive cooling. As seen in Figure 1, energy piles are only moderately affected by surface temperatures, implying variations in the average temperature along the pile of just ±1 °C, peaking in mid-September. Studies on the potential use of energy piles for passive cooling are rather limited. In a case study at Zürich airport it was estimated that 300 energy piles, founded to a depth of 25 m, would suffice to cover almost fully the cooling demand of a new 15,000 m² terminal building [19]. The study is based exclusively on TRNSYS-simulations and no experimental data are reported.

The GSHP system at Rosborg Gymnasium in Vejle (Denmark) uses 219 foundation pile heat exchangers (energy piles). Although designed for passive cooling, the GSHP is used exclusively for heating. Surprisingly, the building owner has been unaware of the cooling option, despite numerous complaints by teachers and students about high temperatures in the building during summer. As such, there are no operational records on the use of passive cooling of the building. To this end, this paper presents and analyses experimental data from a 40 day passive cooling test campaign at Rosborg Gymnasium where excess building heat was rejected to the ground. The test was performed in July and early August 2018 during which the school was closed and thus totally absent of people (i.e., no internal heat gains). However, the summer of 2018 was exceptionally hot and sunny in Denmark, fully providing the thermal stresses on the building necessary for testing the cooling capacity of the energy piles.

**Figure 1.** The annual variation in average, undisturbed mean temperature along typical ground heat exchangers (Denmark). Solar radiation is not considered (see Appendix A).
Conditioned and unconditioned reference room temperatures are presented and compared for the test period. Cooling power and SEER are calculated and presented and the thermal comfort Predicted Mean Vote (PMV) and Predicted Percentage Dissatisfied (PPD) indices are evaluated for the conditioned and unconditioned reference rooms, respectively [20]. A simple model of the relation between the available passive cooling power, the heat transfer characteristics of the heat exchanger in the ventilation system (for cooling) and the outside, room and ground temperatures, respectively, is presented. EnergyPlus building energy simulation based estimates of the total cooling demand of the building are then compared to corresponding model calculations of the available passive cooling during the hot season in the twelfth year of operation. It is hypothesized that passive cooling with energy piles 1) modifies the thermal comfort at Rosborg Gymnasium as measured by the PMV-index and 2) is able to cover the majority of the total cooling demand of the building.

Measured energy efficiency ratios are 24–36 and the thermal comfort PMV is improved from 0.69 ($\sigma = 0.42$) to 0.085 ($\sigma = 0.26$) relative to unconditioned reference rooms, attributed mainly to a temperature drop of 4–6 °C (down to 22–24 °C) in conditioned rooms. Temperatures in the auditorium drop to 18 °C with PMVs in the lower, uncomfortable end at $-0.5$ ($\sigma = 0.34$). The relative humidity is 6–11% (absolute) higher in the smaller, conditioned teaching rooms, relative to reference rooms. Correspondingly, the auditorium experiences relative humidity levels up to 30% (absolute) higher, compared to the reference.

The comparison of the required and available cooling power shows that passive cooling is able to meet the cooling demand of Rosborg Gymnasium except for 7–17 h per year, given that room temperatures are constrained to < 26 °C. The case study clearly demonstrates the potential for increasing thermal comfort during summer with highly efficient passive cooling by rejecting excess building heat to the ground.

2. Materials and Methods

2.1. Study Site and Geological Setting

Rosborg Gymnasium (a secondary school attended prior to higher education such as university) is situated in Rosborg, Vejle, Denmark in the riverbed of Vejle Å (a stream) that discharges into Vejle Fjord (Figure 2a).

The sediments in the riverbed valley comprise roughly 1 m of silty sand from the surface that is underlain by 3 m of organic clay that prevents foundation without piles. Sand is present below 4 m depth and serves as the stabilizing layer for the foundation of the building (Figure 2b).

The soil thermal conductivity $\lambda_s$ and volumetric heat capacity $pc_s$ at Rosborg Gymnasium were estimated in [21] by means of thermal response testing (TRT) and transient plane heat source measurements on soil samples (Figure 2b). The upper 1 m of silty sand has a thermal conductivity and volumetric heat capacity of ca. 2 W/m/K and 2.8 MJ/m$^3$K, respectively. The organic clay is a poor conductor of heat, having a thermal conductivity of ca. 0.7–0.8 W/m/K. Samples of the fully water-saturated sand have significantly higher thermal conductivities (ca. 2.0–2.7 W/m/K) compared to the organic clay due to the high quartz content and lower porosity. The higher water content of the organic clay yields a relatively high volumetric heat capacity of 3–3.5 MJ/m$^3$K, while the sand is measured to ca. 2.0–2.5 MJ/m$^3$K. The laboratory measurements of the thermal conductivity (2.14 W/m/K) are corroborated by the corresponding TRT estimate of the average soil thermal conductivity along the energy pile (2.20 W/m/K).
2.2. The Energy Pile Foundation and the Heating, Ventilation and Air Conditioning (HVAC) System

Rosborg Gymnasium made an extension to its existing buildings in 2012. The new building is founded on 219 precast foundation piles with embedded W-piped heat exchangers fitted to the rebar (Figure 3a).

See p. 723 in [21] for further details on the geometry and construction of the considered energy pile foundation.
The energy piles are connected in parallel and divided into 16 groups, each with separate manifolds. The heat carrier fluid is a 20% ethylene-glycol water-based solution. Two piles are instrumented with six Pt100 temperature sensors distributed on the outside of the piles at specified depths as shown to the left in Figure 4.

![Figure 4. The GSHP system at Rosborg Gymnasium (Vejle, Denmark).](image)

The piles serve as the heat source for a 200 kW water-to-water ground source heat pump with two compressors, that supplies a 3 m³ storage tank with water at 55 °C, supplying both domestic hot water and radiators for heating (Figure 4). The district heating network serves as an auxiliary heating system.

The mechanical mixing ventilation system utilizes ceiling inlets and outlets and is designed for passive cooling of all rooms facing south by cooling plates mounted in the ventilation ducts, close to the room outlet. The cooling plates measure 600 × 360 mm and 1200 × 600 mm in the teaching rooms and auditorium, respectively. Passive cooling is done by circulating the brine from the energy piles directly in the cooling plates thus circumventing the heat pump as shown in Figure 4.

Figure 4 further shows the control and monitoring system implemented at Rosborg Gymnasium in which the energy pile inlet and outlet temperatures, fluid and ventilation air flow rates, local temperatures, electricity consumption and the state of the heat pump (on/off) are recorded.

### 2.3. Building Characteristics and Passive Cooling Test from 2018-06-30 to 2018-08-10

During the 40 day period from 2018-06-30 to 2018-08-10, the HVAC system set point temperature was lowered to 15 °C to force continuous cooling in the daytime between the hours of 7:00–18:00 in seven of the nine rooms facing south with the possibility of passive cooling. Two rooms serve as reference without cooling (red rooms in Figure 3b,c) for comparison. The reference rooms are situated in the southwest corner of the building and are expected to experience elevated thermal stresses relative to the unconditioned rooms, from having two exterior walls exposed to the sun.
However, measured room temperatures prior to the test showed that the reference rooms are slightly colder than the conditioned rooms. On that basis, it was decided that the south west corner rooms were to serve as reference during the cooling test. Tinytag Ultra 2 temperature loggers (TGU-4017, Gemini, Chichester, UK) were installed in free air ca. 2.75 m above the floor in the nine rooms, approximately 1.5 m from the nearest wall (one logger per room). The loggers were placed as far away as possible from the in- and outlets of the ventilation. The room height on the ground and first floor are 3.385 m and 3 m, respectively while the auditorium room height varies from 2.905 m to 3.650 m due to multilevel plateaus for seat rows. The logger simultaneously measures temperature and relative humidity at a sampling interval of 15 min. The outside temperature and fluid temperatures to and from the energy piles are recorded each minute by the HVAC SCADA (supervisory control and data acquisition) system. Ventilation rates are recorded every 6 minutes. The circulation pump is a MGE90SB2-FT115-G1 (Grundfos, Bjerringbro, Denmark) throttled to a fixed 50% capacity during the test. The electricity consumption of the pump is not recorded automatically and has to be read off the display manually. This was done at the beginning and at the end of the test as access the building was prohibited during the test period. Thus, the electricity consumption of the circulation pump is assumed to be constant during the test. The nominal power consumption at 50% capacity is 750 W while the recorded, average power was 779 W during the cooling test.

2.4. Passive Heat Exchanger Model

The cooling power $P_c$ [W] depends on the temperature difference between the ventilated air $T_v$ [K] flowing across the surface of the heat exchanger and the fluid inside $T_f$ [K] (the latter being the average temperature of the fluid circulating to and from the energy piles); the combined conductive and convective area-integrated heat transfer coefficient $K$ [W/K]; and a displacement constant $D$ [W]:

$$ P_c = K(T_v - T_f) + D, \quad (1) $$

where:

$$ T_v = \frac{(1 - \eta)(T_a - T_r)}{2} + T_r, \quad (2) $$

$\eta$ is the efficiency of the heat recovery in the ventilation system (set to 0.7 in all calculations) [-]; $T_a$ is the outside temperature [K] and; $T_r$ is the temperature in the conditioned rooms [K].

2.5. Energy Pile Fluid Temperature Model

In [22] transient FEM modelling is employed for computing dimensionless temperature response curves for the energy piles considered in this paper. The average fluid temperature response of a group of piles, $T_f$, is calculated by spatial and temporal superposition of responses of individual energy piles (see Equations (2) and (6), p. 204 in [22]):

$$ T_f = T_u + \frac{P_c}{L} \left( \frac{1}{2\pi \lambda_s} G_g + R_c G_c + R_p \right), \quad (3) $$

$T_u$ is the undisturbed ground temperature [K]; $L$ is the total combined length of the piles [m]; $\lambda_s$ is the thermal conductivity of the soil [W/m/K]; $G_g$ and $G_c$ are the dimensionless, transient temperature responses at the pile wall and the outer geothermal pipe wall, respectively; $R_c$ and $R_p$ are the thermal resistances of the concrete and the geothermal piping, respectively [m·K/W]. The model assumes instant steady-state heat conduction in the geothermal piping material as indicated by the $R_p$ term in Equation (3).

The available cooling power at a desired room temperature is determined by inserting Equation (3) in Equation (1), provided that information on outside temperatures and the efficiency of the heat recovery in the ventilation system are available (see Equation (2)):

\[ P_c = \frac{K(T_v - T_u) + D}{1 + K\left(\frac{1}{2\pi \lambda \text{A_s}} G_g + R_c G_c + R_p\right)}, \]  

the coefficients K and D in Equation (4) are estimated by linear regression of the measured cooling power \( P_c \), and the temperature difference between the heat exchanger fluid and the ventilation air \( T_v - T_f \) in Equation (1). The energy pile fluid temperature response \( T_f \) (Equation (3)) is precomputed for a twelve-year period (3 reiterations of the period 2015–2018) utilizing building energy simulation based estimates of the heating and cooling demand (described later in Section 2.8). The energy pile fluid temperatures from the twelfth year of operation form the basis for calculating the available cooling power in Equation (4). Associated predictions are then calculated with Equation (1) and the estimated values of the coefficients K and D, taking into account the statistical uncertainty on the linear regression model. To estimate this uncertainty, simultaneous prediction intervals for any additional predictions of cooling power are computed with the following equation:

\[ \hat{P}_c(T_v - T_f) = P_{cm} \pm \hat{s} \sqrt{s^2 + x S x^T}, \]  

the left side of Equation (5) is the estimated cooling power for any combination of the temperatures \( T_v \) and \( T_f \). \( P_{cm} \) is the regression model estimate of the available cooling power; \( \hat{s} \) is inverse of the F cumulative distribution function; \( s^2 \) is the mean squared error; \( x \) is a row vector of the design matrix \( X \) and; \( S \) is the covariance matrix. Equation (5) is evaluated at the 95% confidence level.

Finally, the measured cooling power serves as a basis for calculating the energy efficiency ratio (EER) which is defined as:

\[ \text{EER} = \frac{P_c}{P_{el}}, \]  

\( P_{el} \) is the rate of electricity consumption of the circulation pump [W]. \( P_c \) is estimated from the measured flow rate and temperature to and from the piles and the volumetric heat capacity of the brine. The EER is estimated for all data points recorded during the test. \( P_c \) is calculated as follows:

\[ P_c = Q \cdot \Delta T_f \cdot \rho c_f, \]  

\( Q \) is the total volumetric flow rate in the piles [m\(^3\)/s], \( \Delta T_f \) is the temperature difference between the fluid to and from the piles [K], and \( \rho c_f \) is the volumetric heat capacity of the brine [J/m\(^3\)/K] which is set equal to 4.01 MJ/m\(^3\)/K.

The SEER (seasonal energy efficiency ratio) is defined as follows:

\[ \text{SEER} = \frac{E_c}{E_{el}}, \]  

\( E_c \) is the total cooling energy consumed during a typical cooling season [J]. \( E_{el} \) is the corresponding energy consumed by the circulation pump [J].
2.7. Predicted Mean Vote and Predicted Percentage Dissatisfied (PMV/PPD) Model of Thermal Comfort

Thermal comfort as perceived by humans depends largely on the air temperature, radiant temperature, air velocity, humidity, clothing and activity level. Fanger’s Predicted Mean Vote (PMV) model inputs these parameters to quantify the level of thermal comfort [20]. Optimal thermal comfort is obtained for PMV = 0 while discomfort prevails for $0.5 < \text{PMV} < -0.5$. The PMV and PPD equations are given in [23].

It is obvious that the absence of people in the building during the test affects the interpretation of the PMV and PPD indices. However, the purpose of calculating PMV/PPD is to demonstrate that the thermal comfort, as measured by the PMV index, is sensitive to the use of passive cooling, regardless of the origins of the thermal stresses on the building during the test.

Table 1 lists the parameter values used in the PMV and PPD calculations. The metabolic rate corresponds to sedentary activity and clothing levels are normal. The latter assumption considers work places that enforce dress codes. Radiant temperatures equal room temperatures as there are no thermally active surfaces in the tested rooms.

<table>
<thead>
<tr>
<th>Parameter</th>
<th>Value</th>
</tr>
</thead>
<tbody>
<tr>
<td>$M$, metabolic rate ($\text{W/m}^2$)</td>
<td>69.8 (1.2 met)</td>
</tr>
<tr>
<td>$W$, mechanical power ($\text{W/m}^2$)</td>
<td>0</td>
</tr>
<tr>
<td>$l_{cl}$, clothing insulation $\text{m}^2 \cdot \text{K/W}$</td>
<td>0.155, 1 clothing unit (Clo)</td>
</tr>
<tr>
<td>$f$, clothing surface factor (1)</td>
<td>Computed</td>
</tr>
<tr>
<td>$t_a$, air temperature ($^\circ\text{C}$)</td>
<td>Computed</td>
</tr>
<tr>
<td>$t_r$, mean radiant temperature ($^\circ\text{C}$)</td>
<td>$t_a$</td>
</tr>
<tr>
<td>$v_{ar}$, relative air velocity ($\text{m/s}$)</td>
<td>0.2</td>
</tr>
<tr>
<td>$p_{wa}$, water vapour partial pressure (Pa)</td>
<td>Measured (relative humidity)</td>
</tr>
<tr>
<td>$h_{cr}$, convective heat transfer coefficient ($\text{W/m}^2/\text{K}$)</td>
<td>Computed</td>
</tr>
<tr>
<td>$t_{cl}$, clothing surface temperature ($^\circ\text{C}$)</td>
<td>Computed</td>
</tr>
</tbody>
</table>

The water vapour partial pressure is estimated from measured relative humidity. Finally, the MATLAB computations of PMV and PPD were thoroughly tested with the online PMV tool developed at UC Berkeley [24].

2.8. Building Energy Model

An EnergyPlus [25] building energy model was set up in DesignBuilder [26] from existing spatial and material information to estimate the total heating and cooling demand of the building. The model was set up for the building shown in Figure 3b,c. Energy exchange with the connected building to the north via the canteen is ignored in the computations (Figure 3b). The construction U-value template “Denmark, Heavyweight” forms the basis for the simulations. In the model, rooms are distinguished in the following classes based on their use and characteristics: halls, laboratories, classrooms and general.

The model assumes operational hours from 7:00 to 18:00 corresponding to the opening and closing hours of the gymnasium. The building hosts different types of activities such as concerts and theatre plays. However, for simplicity, all simulated activities follow the regular school schedule. Different types of occupancy in the classrooms and halls/corridors/stairs/toilets are assumed (Table 2).

<table>
<thead>
<tr>
<th>Occupancy/Time</th>
<th>7:30–8:00</th>
<th>8:00–11:30</th>
<th>11:30–12:00</th>
<th>12:00–16:00</th>
</tr>
</thead>
<tbody>
<tr>
<td>Classrooms</td>
<td>10% (minor)</td>
<td>100% (full)</td>
<td>50% (medium)</td>
<td>100% (full)</td>
</tr>
<tr>
<td>Halls/corridor</td>
<td>100% (full)</td>
<td>35% (some)</td>
<td>100% (full)</td>
<td>35% (some)</td>
</tr>
</tbody>
</table>
The occupancy is estimated from actual staff and student records from 2018. Four activity templates, based on the ASHRAE standard [27], are used for the different room classes (Table 3).

Table 3. Activity templates for the four room classes used in the EnergyPlus simulations. * see Table 2 for further details.

<table>
<thead>
<tr>
<th>Parameter/Room Class</th>
<th>Hall</th>
<th>Laboratory</th>
<th>Class Room</th>
<th>General</th>
</tr>
</thead>
<tbody>
<tr>
<td>Total area fraction (%)</td>
<td>28.3</td>
<td>18</td>
<td>27.6</td>
<td>26.1</td>
</tr>
<tr>
<td>Occupancy density (people/m²)</td>
<td>1</td>
<td>0.25</td>
<td>0.65</td>
<td>0</td>
</tr>
<tr>
<td>Latent fraction</td>
<td>0.5</td>
<td>0.5</td>
<td>0.5</td>
<td>0.5</td>
</tr>
<tr>
<td>Metabolic rate</td>
<td>Eating</td>
<td>Standing</td>
<td>Sitting</td>
<td>Walking</td>
</tr>
<tr>
<td>Schedule *</td>
<td>Hall/corridor</td>
<td>Classrooms</td>
<td>Classrooms</td>
<td>Hall/corridor</td>
</tr>
<tr>
<td>Laptop (W/m²)</td>
<td>1</td>
<td>1</td>
<td>1</td>
<td>No</td>
</tr>
<tr>
<td>Office equipment</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
</tr>
<tr>
<td>Miscellaneous (W/m²)</td>
<td>1</td>
<td>50</td>
<td>0</td>
<td>0</td>
</tr>
<tr>
<td>Lighting</td>
<td>Yes</td>
<td>Yes</td>
<td>Yes</td>
<td>Yes</td>
</tr>
<tr>
<td>Cooling set point (°C)</td>
<td>26</td>
<td>26</td>
<td>26</td>
<td>26</td>
</tr>
<tr>
<td>Heating set point (°C)</td>
<td>22</td>
<td>22</td>
<td>22</td>
<td>22</td>
</tr>
<tr>
<td>Natural ventilation</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
</tr>
<tr>
<td>Mechanical ventilation (l/s/m²)</td>
<td>0.3</td>
<td>0.3</td>
<td>0.3</td>
<td>0.3</td>
</tr>
</tbody>
</table>

Local 1 h resolution weather data from 2018-01-01 to 2018-12-31 serves as the external boundary condition for the building energy simulation and was obtained from the Danish Meteorological Institute (DMI), including the mean outside temperature [°C]; mean humidity [%]; mean wind speed (10 min average) [m/s]; mean wind direction [°]; mean pressure [hpa]; minutes of bright sunshine (Star Pyranometer) [minutes]; mean radiation (Spectral Range: 305–2800 Nm) [W/m²] and; accumulated precipitation [mm]. The meteorological station (DMI station no. 610200), from which the data was obtained, is situated 27 km from the gymnasium. EnergyPlus further requires the outside dew point temperature as input to the simulation, which is calculated directly from the measured mean temperature and humidity.

The HVAC system is implemented from CAD-drawings of the mechanical ventilation system and the information about the floor area, the minimum supply of fresh area per square meter, the occupancy density, and the minimum supply of fresh area per person and the radiator system for heating.

3. Results and Discussion

3.1. Passive Cooling Test

3.1.1. Temperature

The temperature of the brine from the piles is 9.9 °C initially and increases to 11.5 °C at the end of the test as heat is rejected to the ground, fluctuating somewhat with the applied cooling power (Figure 5a).

The temperature of the fluid returning to the piles obviously correlate more strongly with the applied cooling power, starting at 10.4 °C and increasing to 12.8 °C at the end of the test. Room temperatures prior to the test are slightly higher in the conditioned rooms, relative to the reference, except in the auditorium (Figure 5b). As the cooling test initiates and progresses, temperatures rapidly decrease in the conditioned rooms from approximately 26 °C to 22 °C while unconditioned rooms see temperatures increase from 24 °C to 26 °C. Temperatures in the auditorium decrease from approximately 23 °C prior to the test, to 18 °C shortly after the test initiates and remain ca. 8 °C lower than unconditioned reference rooms throughout the test. The ratio of window area to room volume is significantly smaller in the auditorium relative to the smaller, teaching rooms, serving to explain the greater decrease in auditorium temperatures during the test. At the end of July, average, daytime outside temperatures soar to more than 28 °C which elevates indoors temperatures by 1–2 °C.
Over a day, temperatures vary less than 2 °C in the conditioned rooms including the auditorium while unconditioned reference rooms experience temperature variations of up to 4 °C (amplitudes of raw data in Figure 5b).

![Figure 5](image-url)

**Figure 5.** (a) Fluid temperatures to and from the piles/ground and (b) outside and average room temperatures. Raw data are shown as points (except highly noisy outside temperatures) while fitted, polynomial trends are drawn with full lines.

### 3.1.2. Humidity and Ventilation Rates

The relative humidity is up to 17% higher in the smaller, conditioned teaching rooms, relative to reference rooms (Figure 6a). Ventilation rates are stable around 2.5 m$^3$/s. The measured relative humidity in the auditorium is up to 35% higher than in the unconditioned reference rooms (absolute, not relative) due to significantly lower temperatures in the auditorium. The average daily variation in humidity reflect changes in room temperatures (Figure 6b). In conditioned rooms, the temperatures decrease initially as cooling is initiated in the morning hours after 7:00 causing relative humidity to increase. At roughly 9:30, the elevated thermal stresses on the building cause room temperatures to increase and humidity to decrease. After 16:00, temperatures decrease slightly in both the conditioned and unconditioned rooms due to the decreasing angle of the sun relative to the room windows facing south, resulting in a minor increase in humidity.

The air moisture partly condensates on the surface of the heat exchangers in the ventilation system when cooling is initiated, however, not to the extent at which it corresponds to the reduction in dew point mass resulting from lower temperatures. For obvious reasons, the ventilation system has a tray for collecting the condensing water.
a day, temperatures vary less than 2 °C in the conditioned rooms including the auditorium while unconditioned reference rooms experience temperature variations of up to 4 °C (amplitudes of raw data in Figure 5b).

3.1.2. Humidity and Ventilation Rates

The relative humidity is up to 17% higher in the smaller, conditioned teaching rooms, relative to reference rooms (Figure 6a). Ventilation rates are stable around 2.5 m³/s. The measured relative humidity in the auditorium is up to 35% higher than in the unconditioned reference rooms (absolute, not relative) due to significantly lower temperatures in the auditorium. The average daily variation in humidity reflect changes in room temperatures (Figure 6b). In conditioned rooms, the temperatures decrease initially as cooling is initiated in the morning hours after 7:00 causing relative humidity to increase. At roughly 9:30, the elevated thermal stresses on the building cause room temperatures to increase and humidity to decrease. After 16:00, temperatures decrease slightly in both the conditioned and unconditioned rooms due to the decreasing angle of the sun relative to the room windows facing south, resulting in a minor increase in humidity.

Figure 6. (a) Ventilation rate and relative humidity in unconditioned and conditioned rooms, respectively. Vertical grid lines mark days for clarity. (b) Average, variation in relative humidity (RH) and room temperature (Tᵣ) during the hours of the day (i.e., the sum of all daily responses normalized by the number of days summed).

3.1.3. Cooling Power and Energy Efficiency Ratio

Cooling power varies between 4 and 50 W/m² during the test campaign and generally correlate positively with outside temperatures (Figure 5 and Figure 7a).

During hot and sunny weather, room temperatures are elevated due to increased thermal conduction through walls and solar thermal stresses on the building. The hot, inflowing air in the ventilation system equilibrates partly to the elevated room temperature in the energy recovery system. In combination, the temperature difference between the energy pile fluid in the heat exchanger and the ventilated air increases, which amplifies the cooling power. In total, the cooling power profile integrates to 8.80 MWh of energy rejected to the ground during the test.

The EER (Equation (6)) varies between 3 and 45 and merely reflects changes in the cooling power as the electricity consumption of the circulation pump is assumed to be steady in time (Figure 7b). Consequently, passive cooling is most efficient when thermal stresses on the building are high during hot and sunny weather. Compared to the EER of traditional air conditioning units, the efficiency of passive cooling with energy piles is roughly one order of magnitude higher. Integrating the total cooling energy for the test period yields a SEER (Equation (8)) of 24.8.

In case of occupants who frequently open and closes doors and windows for creating natural ventilation during hot weather, the cooling power, and therefore also the EER, increase due to elevated indoor temperatures. However, the higher efficiencies merely mask poor management of the thermal indoor environment causing too high indoor temperatures. Behavioral control should be enforced...
so that opening of windows when cooling is employed is only possible in case of an emergency. Automatic door closers further serve to alleviate problems with unwanted natural ventilation.

![Figure 7](image-url)  
**Figure 7.** (a) Measured cooling power and (b) energy efficiency ratios (SEER) during the test (right). Raw data are shown as points while fitted, polynomial trends are drawn with full lines.

### 3.1.4. Thermal Comfort (PMV and PPD)

Thermal comfort as measured by the PMV index is significantly affected by the passive cooling during the test (Figure 8a). The unconditioned reference rooms are generally too hot which causes the PMV index to increase well above the upper limit of 0.5 for thermal comfort. Consequently, the share of people that would feel dissatisfied with the thermal conditions (PPD) peaks at 60% during the hot weather at the end of July 2018 (Figure 8b). In the conditioned rooms, temperatures are about 4–6 °C lower than in the unconditioned reference rooms, which serve to lower the PMV to within the thermal comfort bounds of ±0.5 throughout the test, with an average value close to zero. Consequently, the PPD decreases to less than 10%, on average, with peaks at 20%. The auditorium temperatures are below comfortable levels (PMV < −0.5) and the increased humidity further contributes to the sensation of thermal discomfort. Optimal thermal comfort is achieved only during the hot period at the end of July 2018 where PMVs are approximately zero. In practice, cooling in the auditorium should be employed in such a way that the PMV is as close to zero as possible at all times. In case of exceptionally hot and sunny weather, where room temperatures cannot be reduced sufficiently by passive cooling, increased ventilation rates serve to further lower the PMV. For instance, increasing the air velocity from 0.2 m/s to 0.3 m/s decreases the mean PMV by 0.10 while only slightly increasing the corresponding standard deviation (0.26 to 0.29).

The thermal comfort is evaluated at a height of 2.75 m above the floor. Therefore, it is expected that temperatures potentially differ at shoulder level. The mixing ventilation system at Rosborg Gymnasium employs relatively high ventilation rates which tend to smooth out vertical temperature gradients, compared to an equivalent air displacement based system. That is, the temperature change from the point of measurement to shoulder level is expected to be rather small.

The assumed clothing level (1 Clo = 0.155 m²·K/W) corresponds to trousers, long-sleeved shirt, long-sleeved sweater and T-shirt. This assumption takes into consideration work places that impose a formal dress code. In the absence of a dress code, it is more likely that people choose a less insulating set of clothing such as a e.g., a T-shirt and pants corresponding to 0.5 Clo. Reduced clothing has a dramatic impact on thermal comfort. For the auditorium and the conditioned and unconditioned rooms, the mean PMV decreases to −1.8 (σ = 0.47), −0.94 (σ = 0.36) and −0.073 (σ = 0.58), respectively, assuming
a clothing level of 0.5 Clo instead of 1 Clo. Reduced clothing lowers the average PMV to comfortable
levels in unconditioned rooms, however, the standard deviation is more than doubled relative to
increased clothing with passive cooling ($\sigma = 0.58$ and $\sigma = 0.26$, respectively). Thus, room conditioning,
instead of reduced clothing, tends to lower the standard deviation on the PMV, thus reducing the
duration of periods where PMV departs from comfortable levels.

Figure 8. (a) Predicted Mean Vote (PMV) including mean ($\mu$) and standard deviations ($\sigma$) and (b)
Percentage of People Dissatisfied (PPD) for the auditorium and the unconditioned (reference) and
conditioned rooms. PMV mean and standard deviations are given in the left figure.

3.2. Comparison of the Required and Available Passive Cooling at Rosborg Gymnasium

The parameters K and D in Equation (1) are estimated by linear regression analysis (Figure 9).
In order to provide conservative estimates of the available cooling power, the auditorium
temperatures are omitted in the linear regression, as they are significantly lower than in the smaller
teaching rooms. Otherwise, the measured cooling powers are correlated with the corresponding
relatively low auditorium temperatures, thus increasing the estimated available cooling power in the
regression at a specified room temperature. The EnergyPlus estimated heating and cooling demand at
Rosborg Gymnasium is shown in Figure 10.

The heating demand peaks at around 160 kW with a single maximum at 210 kW. On average,
the required heating power peaks around 75 kW during the winter, varying somewhat steadily with the
seasons and integrating to a total of 133 MWh of heating per year. For comparison, the corresponding
measured annual heat consumption at Rosborg Gymnasium is 135 MWh and thus in good agreement
with the simulated estimate. The required cooling power exhibits greater variation relative to heating
and peaks close to 250 kW, integrating to 31 MWh of cooling per year.
3.2. Comparison of the Required and Available Passive Cooling at Rosborg Gymnasium

The parameters $K$ and $D$ in Equation (1) are estimated by linear regression analysis (Figure 9).

Figure 9. Linear, least square fit and simultaneous prediction intervals for the available cooling power $P_c$ (Equations (1) and (5)).

Equations (1) and (5) are used for computing the most likely estimate of the available cooling power and the worst and best cases by means of the prediction intervals in Figure 9. The estimates of soil thermal conductivity and volumetric heat capacity shown in Figure 2 form the basis for calculating the energy pile fluid temperatures $T_f$ in Equation (1) for 12 years of operation by reiterating the four-year heating and cooling demand profile, shown in Figure 10, three times. The twelfth year of operation, corresponding to the 2018 demand profile, is considered in the comparison of required and available cooling power, as energy pile fluid temperatures are no longer affected by the initial soil temperature conditions. For reference, the calculated $T_f$ is shown for the hot season in 2018 in Figure 10. $T_v$ is calculated from the corresponding outside temperatures included in the local climate data. The room temperature $T_r$ in Equation (2) is set equal to 26 °C to ensure consistency with the building energy model that uses an identical cooling set point temperature (Table 3).

In order to compare Equation (1) to the total cooling demand, the coefficients $K$ and $D$ are scaled up by the ratio between the total liveable area (3949 m$^2$) and the conditioned area during the cooling test (668 m$^2$). Required cooling powers less than 2 kW are ignored in the comparison (Figure 11).

The required cooling power exceeds 2 kW for 696 h a year. Passive cooling is able to cover the demand entirely except for 7–17 h. Shaving extraordinary peaks in the cooling demand is possible with a reversible heat pump that supplies both heating and cooling. Active cooling can be applied gradually as demands increase, ensuring high efficiency of the heat pump. This is possible with only a slight reduction in the effective SEER so long that the majority of cooling is done passively as is the case at Rosborg Gymnasium.
Figure 10. The EnergyPlus estimated heating and cooling demand for Rosborg Gymnasium. Corresponding energy pile fluid temperatures $T_f$ are plotted for the cooling season in 2018.

Figure 11. The required and available cooling power $P_c$ when utilizing the energy pile foundation at Rosborg Gymnasium for passive cooling.

Funding: The research was carried out in the project “Sustainable, building-integrated heating and cooling supply for future resilient cities” (project number 64017–05182) kindly supported by the EUDP foundation under the Danish Energy Agency. Davide Cerra obtained his master thesis under the Erasmus+ program.

Acknowledgments: We kindly thank Rosborg Gymnasium, Vejle, Denmark for making the building available for the passive cooling test during the summer of 2018. Moreover, we wish to extend our gratitude to three anonymous reviewers whose careful reading and constructive comments improved the paper significantly.

Conflicts of Interest: The authors declare no conflict of interest.

Appendix A

The undisturbed seasonal variation in the mean temperature $T_m$ over the length of the ground heat exchanger placed between the surface and depth $L$ can be obtained by integrating the thermal disturbance from depth $z = 0$ to $z = L$ [28]:

$$T_m = T_0 + \frac{A}{L} \left[ e \times p \left( -z \sqrt{\frac{\omega}{2\alpha}} \right) \cos \left( \omega t - z \sqrt{\frac{\omega}{2\alpha}} \right) \right]$$

$$= T_0 + \frac{A}{L} \left[ e \times p \left( -\sqrt{\frac{\omega}{2\alpha}} L \right) \left[ \sin \left( \sqrt{\frac{\omega}{2\alpha}} L - \omega t \right) - \cos \left( \sqrt{\frac{\omega}{2\alpha}} L - \omega t \right) \right] + \sin(\omega t) + \cos(\omega t) \right]$$

$T_0$ is the average ground temperature [K]; $A$ is the amplitude of the seasonal temperature disturbance [K]; $\omega$ is the angular velocity [rad/s]; $\alpha$ is the thermal diffusivity [m$^2$/s]; and $t$ is time [s]. $T_0$ in Figure 1 (≈9.03 °C) is estimated from monthly, average surface temperatures in Denmark for the period 2006–2015 [29] which roughly correspond to average undisturbed ground temperatures when disregarding paleoclimatic thermal disturbances.

References


